STANDARD ELECTRICAL TEST

ELECTRICAL TEST STEPS:

1. BATTERY SHALL BE 5.0 (FIVE) AMPS OR GREATER.

2. SLABS ARE READY FOR TESTING WHEN 72 HOURS HAVE ELAPSED FROM CASTING OF CONCRETE.

3. MUST BE LESS THAN 2.0 (TWO) AMPS TO PASS THE TEST. RE-TEST AFTER TWO (2) DAYS IF GREATER THAN 2.0 (TWO) AMPS. REJECT IF AMPERAGE REMAINS ABOVE 2.0 (TWO) AMPS.

4. 0.3-0.4 AMPS IS A NORMAL READING. 2.0 (TWO) AMPS OR LESS PASS THE TEST.